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EXECUTIVE SUMMARY 
 
SUBSURFACE CONDITIONS 
 
We reviewed the subsurface explorations performed by PBS Engineering and Environmental (PBS) 
that were part of their February 18, 2016 geotechnical engineering report1.  The subsurface 
explorations performed by PBS consisted of drilling three borings to depths of up to 51.5 feet 
BGS and conducting one CPT to a depth of 95 feet BGS.  We drilled one boring to a depth of  
51.5 feet BGS to supplement the subsurface explorations performed by PBS.  Subsurface 
conditions at the site generally consist of medium stiff to stiff, fine-grained soil consisting of silt 
and clay to depths ranging from approximately 6 to 10 feet BGS.  The consistency of the fine-
grained soil is very soft to soft at depths between approximately 6 and 23.5 feet BGS.  The fine-
grained soil is underlain by loose to medium dense sand with interbedded silt and clay layers to 
depths of approximately 40 to 45 feet BGS.  The loose to medium dense sand is underlain by 
medium stiff to stiff silt that overlays medium dense to dense sand at a depth of approximately 
49 feet BGS.  The soil conditions become wet at depths ranging between 11 and 15 feet BGS.  
Groundwater was measured at 7 feet BGS through pore water dissipation testing at the CPT 
location on February 5, 2016.   
 
CONCLUSIONS 
 
The following factors will have an impact on design and construction of the proposed 
development.  Our specific recommendations for site development are provided in this report.   
 
 The proposed structure can be supported on conventional spread footings provided the 

predicted settlement as a result of liquefaction is tolerable.  
 The subsurface conditions at the site contain soil that is liquefiable during a seismic event.  

We estimate approximately 4 inches of liquefaction-induced settlement.  Differential 
settlement of up to one-half of the total settlement magnitude can be expected between 
adjacent footings with similar loads.   

 The near-surface fine-grained soil is susceptible to disturbance.  We recommend that 
construction be staged to prevent disturbance of the subgrade from construction traffic.  
Granular haul roads and working pads or cement amendment should be employed to protect 
subgrades that will be exposed to construction traffic if earthwork will occur during wet 
weather. 

 The on-site soil can be sensitive to small changes in moisture content and difficult, if not 
impossible, to adequately compact during wet weather or when the moisture content of the 
soil is more than a couple of percent above the optimum required for compaction.  As 
discussed in this report, the moisture content of the soil currently is above optimum, and 
drying will be required if used as structural fill.  

 Infiltration at the site will be negligible due to the encountered upper fine-grained soil 
conditions and anticipated groundwater elevation.  

 

                                        
1 PBS Engineering and Environmental.  Geotechnical Engineering Report; Proposed Hotel Development; SW Meinecke Street; 
Sherwood, Oregon, dated February 18, 2016.   
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1.0 INTRODUCTION 
 
GeoDesign is pleased to submit this report of geotechnical engineering services for the proposed 
Sherwood hotel development located southeast of the intersection of SW Pacific Highway  
(Hwy 99) and SW Meinecke Parkway in Sherwood, Oregon.  We reviewed the geotechnical 
engineering report prepared by PBS dated February 18, 2016.  Figure 1 shows the site relative to 
existing topographic and physical features.  Acronyms and abbreviations used herein are defined 
at the end of this document. 
 
2.0  PROJECT UNDERSTANDING 
 
We understand the proposed development consists of constructing a four-story hotel building 
with an approximately 12,000-square-foot footprint and related site improvements.  Foundation 
loads were not available at the time of this report.  We have assumed maximum column and wall 
loads of 350 kips and 5 kips per foot, respectively.  Floor loads are expected to be less than  
200 psf.  We have assumed site cuts and fills will be minimal.  
 
3.0 PURPOSE AND SCOPE  
 
The purpose of our services is to provide geotechnical engineering recommendations for use in 
design and construction of the proposed hotel development.  The specific scope of our services 
is summarized as follows: 
 
 Reviewed readily available geotechnical and geological information for the site area. 
 Reviewed the previous geotechnical engineering report prepared by PBS.   
 Coordinated and managed a supplemental field investigation, including locating utilities and 

scheduling the drilling subcontractor. 
 Completed a supplemental subsurface exploration program that consisted of drilling one 

boring to a depth of 51.5 feet BGS.   
 Maintained a continuous log of the exploration and collected samples at representative 

intervals. 
 Completed the following laboratory tests on selected samples:  

 Three moisture content determinations in general accordance with ASTM D 2216  
 Three particle-size analyses (#200 wash) in general accordance with ASTM D 1140 
 One Atterberg limits test in general accordance with ASTM D 4318 
 One consolidation test in general accordance with ASTM D 2435 

 Prepared an updated geotechnical engineering report that presents our findings, 
conclusions, and recommendations based on the previous explorations completed by PBS 
and our supplemental exploration.  

  
4.0 SITE CONDITIONS 
 
4.1 SURFACE CONDITIONS 
The site is located southeast of the intersection of SW Pacific Highway and SW Meinecke Parkway 
in Sherwood, Oregon.  The ground surface is covered with low-lying vegetation and gravel.  
There are indications that a structure was previously present on the site.  Underground utilities 
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and subsurface elements associated with the previous structure may still be present at site.  The 
topography of the site is generally level.  The surrounding vicinity is primarily developed with 
residential and commercial buildings.     
 
4.2 SUBSURFACE CONDITIONS 
4.2.1 General 
PBS explored the subsurface conditions at the site by drilling three borings (B-1, B-2, I-1) to 
depths of up to 51.5 feet BGS and conducting one CPT (CPT-1) to a depth of approximately  
95 feet BGS.  We supplemented the explorations performed by PBS by drilling one boring (B-1) to 
a depth of 51.5 feet BGS.  The approximate exploration locations are shown on Figure 2.  A more 
detailed description of our supplemental exploration program, exploration log, and results of 
laboratory testing program are presented in Appendix A.  The exploration logs and CPT results 
from the subsurface investigation performed by PBS are presented in Appendix B. 
 
Subsurface conditions at the site generally consist of medium stiff to stiff, fine-grained soil 
comprised of silt and clay to depths ranging from approximately 6 to 10 feet BGS.  The 
consistency of the fine-grained soil is very soft to soft at depths between approximately 6 and 
23.5 feet BGS.  The fine-grained soil is underlain by loose to medium dense sand with 
interbedded silt and clay layers to depths of approximately 40 to 45 feet BGS.  The loose to 
medium dense sand is underlain by medium stiff to stiff silt that overlays medium dense to 
dense sand at a depth of approximately 49 feet BGS.  Laboratory testing of selected samples 
indicates the on-site soil had in-place moisture contents ranging between 28 and 41 percent at 
the time of our supplemental exploration.  
 
4.2.2 Groundwater 
The on-site soil becomes wet at depths ranging between 11 and 15 feet BGS based on the 
subsurface conditions encountered during PBS’s subsurface investigation and our supplemental 
exploration.  Groundwater was measured at 7 feet BGS through pore water dissipation testing at 
the CPT location performed on February 5, 2016.  The depth to groundwater may fluctuate in 
response to seasonal changes, changes in surface topography, and other factors not observed 
during our explorations. 
 
4.2.3 Infiltration Testing  
PBS conducted infiltration testing in boring I-1 at a depth of 5 feet BGS.  Infiltration testing was 
conducted in general accordance with the City of Portland 2014 Stormwater Management 
Manual.  The results of infiltration testing indicated a negligible infiltration rate.  
 
5.0  SITE DEVELOPMENT RECOMMENDATIONS 
 
The following sections present general recommendations based on the geotechnical 
investigations of the site and our understanding of the proposed addition.  
 
5.1 SITE PREPARATION 
Demolition includes removal of existing pavements, abandoned utilities, and any subsurface 
elements from the previous on-site structure throughout the proposed building footprint.  
Demolished material should be transported off site for disposal.  Excavations remaining from 
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site preparation activities should be backfilled with structural fill where below planned site 
grades.  The base of excavations should be excavated to expose firm subgrade before filling.  
Utility lines abandoned under new structural elements should be completely removed and 
backfilled with structural fill in accordance with the recommendations provided in the “Structural 
Fill” section of this report.  Soft soil encountered in utility line excavations should be removed 
and replaced with structural fill.  Concrete debris, asphalt pavement, and base rock can be used 
as structural fill provided it is processed to meet the requirements in “Recycled Material” section 
of this report.    
 
The near-surface root zone should be stripped and removed from the site in all proposed 
building and pavement areas and for a 5-foot margin around such areas.  Based on the 
explorations, the depth of stripping will be approximately 2 to 4 inches.  The actual stripping 
depth should be based on field observations at the time of construction.  Stripped material 
should be transported off site for disposal or used in landscaped areas. 
 
A member of our geotechnical staff should observe the exposed subgrades after stripping, 
demolition, and site cutting have been completed to determine if there are areas of unsuitable or 
unstable soil.  The subgrade should be proof rolled with a fully loaded dump truck or similar 
heavy, rubber-tired construction equipment to identify soft, loose, or unsuitable areas after 
subgrade compaction is complete.  Proof rolling should be observed by a qualified geotechnical 
engineer or their representative.  Areas that appear to be too wet and soft to support proof 
rolling equipment should be evaluated by probing and prepared in accordance with the 
recommendations for wet weather construction presented in the “Construction Considerations” 
section of this report.  
 
5.2 CONSTRUCTION CONSIDERATIONS 
The fine-grained soil present on this site is easily disturbed.  If not carefully executed, site 
preparation, utility trench work, and roadway excavation can create extensive soft areas and 
significant repair costs can result.  Earthwork planning, regardless of the time of year, should 
include considerations for minimizing subgrade disturbance. 
 
If construction occurs during or extends into the wet season, or if the moisture content of the 
surficial soil is more than a couple percentage points above optimum, site stripping and cutting 
may need to be accomplished using track-mounted equipment.  Likewise, the use of granular 
haul roads and staging areas will be necessary for support of construction traffic during the rainy 
season or when the moisture content of the surficial soil is more than a few percentage points 
above optimum.  The base rock thickness for pavement areas is intended to support post-
construction design traffic loads.  This design base rock thickness may not support construction 
traffic or pavement construction when the subgrade soil is wet.  Accordingly, if construction is 
planned for periods when the subgrade soil is wet, staging and haul roads with increased 
thicknesses of base rock will be required.  The amount of staging and haul road areas, as well as 
the required thickness of granular material, will vary with the contractor’s sequencing of a 
project and type/frequency of construction equipment.  Based on our experience, between  
12 and 18 inches of imported granular material is generally required in staging areas and 
between 18 and 24 inches in haul roads areas.  Stabilization material may be used as a 
substitute, provided the top 4 inches of material consists of imported granular material.  The 
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actual thickness will depend on the contractor’s means and methods and, accordingly, should be 
the contractor’s responsibility.  In addition, a geotextile fabric should be placed as a barrier 
between the subgrade and imported granular material in areas of repeated construction traffic.  
The imported granular material, stabilization material, and geotextile fabric should meet the 
specifications in the “Materials” section of this report. 
 
As an alternative to thickened crushed rock sections, haul roads and utility work zones may be 
constructed using cement-amended subgrades overlain by a crushed rock wearing surface.  If 
this approach is used, the thickness of granular material in staging areas and along haul roads 
can typically be reduced to between 4 to 6 inches.  This recommendation is based on an 
assumed minimum unconfined compressive strength of 80 psi for subgrade amended to a depth 
of 12 to 16 inches.  The actual thickness of the amended material and imported granular 
material will depend on the contractor’s means and methods and, accordingly, should be the 
contractor’s responsibility.  Cement amendment is discussed in the “Materials” section of this 
report. 
 
5.3 EXCAVATION 
Trench cuts should stand vertical to a depth of approximately 4 feet, provided groundwater 
seepage does not occur.  Open excavation techniques may be used to excavate trenches with 
depths between 4 and 10 feet BGS, provided the walls of the excavation are cut at a slope of 
1.5H:1V and groundwater seepage is not present.  Sloughing and caving will likely occur if the 
excavation extends below the groundwater table or if seepage is present.  The walls of the trench 
should be flattened or braced for stability and the area dewatered if seepage is encountered.  Use 
of a trench box or other approved temporary shoring is recommended for cuts below the water 
table.  If shoring is used, we recommend that the type and design of the shoring system be the 
responsibility of the contractor, who is in the best position to choose a system that fits the 
overall plan of operation. 
 
5.3.1 Dewatering 
Dewatering methods should be the responsibility of the contractor.  Flow rates for dewatering 
are likely to vary depending on location, soil type, and the season during which the excavation 
occurs.  The dewatering systems should be capable of adapting to variable flows.  If groundwater 
and fine-grained soil are present in the base of the utility trench excavation, we recommend over-
excavating the trench by 12 to 18 inches and placing trench stabilization material in the base.   
 
5.3.2 Safety 
All excavations should be made in accordance with applicable OSHA and state regulations.  While 
we have described certain approaches to utility trench excavations in the foregoing discussion, 
the contractor should be responsible for selecting the excavation and dewatering methods, 
monitoring the trench excavations for safety, and providing shoring as required to protect 
personnel and adjacent areas. 
 
5.4 TEMPORARY SLOPES 
Construction of temporary slopes less than 10 feet high should be no steeper than 1½H:1V.  If 
slopes greater than 10 feet high are required, GeoDesign should be contacted to make additional  
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recommendations.  All cut slopes should be protected from erosion by covering them during wet 
weather.  If sloughing or instability is observed, the slope should be flattened or the cut 
supported by shoring. 
 
Excavations should not undermine adjacent utilities, foundations, walkways, streets, or other 
hardscapes unless special shoring or underpinned support is provided.  Unsupported 
excavations should not be conducted within a downward and outward projection of a 1H:1V line 
from 2 feet outside the edge of an adjacent structural feature.  
 
5.5 EROSION CONTROL 
The on-site soil is moderately susceptible to erosion.  Consequently, we recommend slopes be 
covered with an appropriate erosion control product if construction occurs during periods of wet 
weather.  We recommend all slope surfaces be planted as soon as practical to minimize erosion.  
Surface water runoff should be collected and directed away from slopes to prevent water from 
running down the slope face.  Erosion control measures such as straw bales, sediment fences, 
and temporary detention and settling basins should be used in accordance with local and state 
ordinances. 
 
5.6 MATERIALS 
5.6.1 Structural Fill 
5.6.1.1  General  
Structural fill includes fill beneath foundations, slabs, pavements, any other areas intended to 
support structures, or within the influence zones of structures.  Structural fill should be free of 
organic matter and other deleterious material and, in general, should consist of particles no 
larger than 3 inches in diameter.  A brief characterization of some of the acceptable materials 
and our recommendations for their use as structural fill are provided below. 
 
5.6.1.2  On-Site Fine-Grained Soil 
Near-surface soil at the site consists primarily of silt and clay.  This soil can be used for structural 
fill provided it can be adequately moisture conditioned.  The site soil is sensitive to small 
changes in moisture content and is highly susceptible to disturbance when wet.  Use of the on-
site material as structural fill will not be possible during the wet season, which typically extends 
from mid-October to early June.   
 
Typically, the moisture content for the on-site soil will be greater than the anticipated optimum 
moisture content required for adequate compaction.  It is likely that even during the dry season, 
drying will be required to achieve adequate compaction.  We recommend using imported 
granular material for structural fill if the on-site material cannot be properly moisture 
conditioned. 
 
When used as structural fill, the on-site soil should be placed in lifts with a maximum 
uncompacted thickness of 8 inches.  The silt should be compacted to not less than 92 percent of 
the maximum dry density, as determined by ASTM D 1557. 
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5.6.1.3  Imported Granular Material 
Imported granular material used for structural fill should be pit- or quarry-run rock, crushed rock, 
or crushed gravel and sand.  Imported granular material should be fairly well graded between 
coarse and fine material, have less than 5 percent by dry weight passing the U.S. Standard  
No. 200 sieve, and have at least two mechanically fractured faces.  Material with higher fines 
content is permissible provided compaction can be achieved. 
 
When used as structural fill, imported granular material should be placed in lifts with a maximum 
uncompacted thickness of 12 inches and compacted to not less than 95 percent of the 
maximum dry density, as determined by ASTM D 1557.   
 
5.6.1.4  Trench Backfill 
Trench backfill for the utility pipe base and pipe zone should consist of well-graded, durable 
crushed granular material with a maximum particle size of ¾ inch and less than 5 percent by dry 
weight passing the U.S. Standard No. 200 sieve.  The material should be free of roots, organic 
matter, and other unsuitable material.  Backfill for the pipe base and pipe zone should be 
compacted to at least 90 percent of the maximum dry density, as determined by ASTM D 1557, 
or as recommended by the pipe manufacturer.   
 
Within building, pavement, and other structural areas, trench backfill placed above the pipe zone 
should consist of imported granular material as specified above.  The backfill should be 
compacted to at least 92 percent of the maximum dry density, as determined by ASTM D 1557, 
at depths greater than 2 feet below the finished subgrade and 95 percent of the maximum dry 
density, as determined by ASTM D 1557, within 2 feet of finished subgrade.  In all other areas, 
trench backfill above the pipe zone should be compacted to at least 90 percent of the maximum 
dry density, as determined by ASTM D 1557. 
 
5.6.1.5  Aggregate Base Rock 
Imported granular material used as base rock for building floor slabs and pavements should 
consist of ¾- or 1½-inch-minus material.  The aggregate should have less than 5 percent by dry 
weight passing the U.S. Standard No. 200 sieve and have at least two fractured faces.  The 
aggregate base should be compacted to not less than 95 percent of the maximum dry density, 
as determined by ASTM D 1557.   
 
5.6.1.6  Retaining Wall Select Backfill 
Backfill material placed behind retaining walls and extending a horizontal distance of ½H, where 
H is the height of the retaining wall, should consist of imported granular material.  We 
recommend the select granular wall backfill be separated from general fill, native soil, and/or 
topsoil using a geotextile fabric that meets the specifications provided below for drainage 
geotextiles. 
 
The wall backfill should be compacted to a minimum of 95 percent of the maximum dry density, 
as determined by ASTM D 1557.  However, backfill located within a horizontal distance of 3 feet 
from a retaining wall should only be compacted to approximately 90 percent of the maximum 
dry density, as determined by ASTM D 1557.  Backfill placed within 3 feet of the wall should be 
compacted in lifts less than 6 inches thick using hand-operated tamping equipment (such as a 
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jumping jack or vibratory plate compactor).  If flatwork (sidewalks or pavements) will be placed 
atop the wall backfill, we recommend that the upper 2 feet of material be compacted to  
95 percent of the maximum dry density, as determined by ASTM D 1557. 
 
5.6.1.7 Recycled Material 
AC, conventional concrete, and oversized rock may be used as fill if they are processed to meet 
the requirements for their intended use and do not pose an environmental concern.  Processing 
includes crushing and screening, grinding in place, or other methods to meet the requirements 
for structural fill as described above.  The processed material should be fairly well graded and 
not contain metal, organic, or other deleterious material.  The processed material may be mixed 
with on-site soil or imported fill to assist in achieving the gradation requirements.  Processed 
recycled fill should have a maximum particle size of 4 inches. 
 
Recycled granular fill material is generally not suitable for the top 4 inches of floor slab base 
rock.  We also caution that excavation through recycled material that is placed as structural fill 
may be difficult.  In addition, these excavations may also be prone to raveling and caving. 
 
5.6.1.8 Drain Rock  
Drain rock should consist of open-graded, angular granular material with a maximum particle 
size of 2 inches.  The material should be free of roots, organic matter, and other unsuitable 
material and have less than 2 percent by dry weight passing the U.S. Standard No. 200 sieve 
(washed analysis). 
 
5.6.1.9  Stabilization Material 
Stabilization material should consist of pit- or quarry-run rock, crushed rock, or crushed gravel 
and sand that consists of 4- to 6-inch-minus material.  It should have less than 5 percent by dry 
weight passing the U.S. Standard No. 4 sieve and at least two mechanically fractured faces.  The 
material should be free of organic matter and other deleterious material.  Stabilization material 
should be placed in one lift and compacted to a firm condition. 
 
Where the stabilization material is used to stabilize soft subgrade beneath pavements or 
construction haul roads, a geotextile should be placed as a barrier between the soil subgrade 
and the imported granular material.  The geotextile fabric should meet the specifications 
provided below for subgrade geotextiles.  Geotextile is not required where stabilization material 
is used at the base of utility trenches.  
 
5.6.2 Geotextile Fabric 
5.6.2.1 Separate Geotextile Fabric 
A separation geotextile fabric can be placed as a barrier between silty subgrade and granular 
material in staging areas, haul road areas, or in areas of repeated construction traffic.  The 
subgrade geotextile should meet the requirements in OSSC 02320 (Geosynthetics) for subgrade 
geotextiles and be installed in conformance with OSSC 00350 (Geosynthetic Installation).   
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5.6.2.2 Drainage Geotextile Fabric 
Drain rock, and other granular material used for subsurface drains, should be wrapped in a 
geotextile fabric that meets the specifications provided in OSSC 00350 (Geosynthetic Installation) 
and OSSC 02320 (Geosynthetics) for drainage geotextiles and installed in conformance with 
OSSC 00350 (Geosynthetic Installation). 
 
5.6.3 Soil Amendment with Cement 
As an alternative to the use of imported granular material for wet weather structural fill, an 
experienced contractor may be able to amend the on-site silt and clay soil with portland cement 
or with limekiln dust and portland cement to obtain suitable support properties.  Successful use 
of soil amendment depends on the use of correct mixing techniques, soil moisture content, and 
amendment quantities.  Soil amending should be conducted in accordance with the 
specifications provided in OSSC 00344 (Treated Subgrade).  Removal of oversized material may 
be required in some areas to prevent damage to the tilling equipment required for cement 
amendment.  Amendment of the existing gravel surfacing material is not recommended. 
 
Specific recommendations for soil amending can be provided based on exposed site conditions, 
if necessary.  However, for preliminary design purposes, we recommend a target strength for 
cement-amended soils of 80 psi.  The amount of cement used to achieve this target generally 
varies with moisture content and soil type.  It is difficult to predict field performance of soil to 
cement amendment due to variability in soil response, and we recommend laboratory testing to 
confirm expectations.  Generally, 4 percent cement by weight of dry soil can be used when the 
soil moisture content does not exceed approximately 20 percent.  If the soil moisture content is 
in the range of 25 to 35 percent, 5 to 7 percent by weight of dry soil is recommended.  The 
amount of cement added to the soil may need to be adjusted based on field observations and 
performance.  Moreover, depending on the time of year and moisture content levels during 
amendment, water may need to be applied during tilling to appropriately condition the soil 
moisture content.   
 
Portland cement-amended soil is hard and has low permeability; therefore, this soil does not 
drain well, nor is it suitable for planting.  Future planted areas should not be cement amended, if 
practical, or accommodations should be planned for drainage and planting. 
 
6.0 FOUNDATION SUPPORT RECOMMENDATIONS 
 
Based on the results of our review of PBS’ subsurface exploration program and our supplemental 
exploration and geotechnical analysis, the proposed structure can be supported on conventional 
spread footings founded on the underlying undisturbed native soil or on structural fill overlying 
firm native soil, provided the predicted settlement as a result of liquefaction is tolerable.  We 
estimate approximately 4 inches of liquefaction-induced settlement.  Differential settlement is 
assumed to be one-half of the total predicted settlement.    
 
Our recommendations for use in foundation design and construction are provided in the 
following sections.  
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6.1 SPREAD FOOTINGS 
6.1.1 Subgrade Preparation 
Spread footings should be established on the underlying firm, undisturbed native soil or on 
structural fill overlying firm native soil.  Undocumented fill, if encountered, beneath spread 
footings should be removed to native competent material.  The resulting excavation should be 
backfilled with structural fill in accordance with recommendations provided in the “Structural Fill” 
section of this report.  Excavation should extend 6 inches beyond the footing perimeter for every 
foot of depth. 
 
6.1.2 Bearing Capacity 
All footings should be proportioned for a maximum allowable soil bearing pressure of 2,500 psf.  
This bearing pressure is a net bearing pressure and applies to the total of dead and long-term 
live loads and may be doubled when considering seismic or wind loads.  The weight of the 
footing and any overlying backfill can be ignored in calculating footing loads. 
 
We recommend that isolated column and continuous wall footings have minimum widths of 24 
and 18 inches, respectively.  The bottom of exterior footings should be founded at least 
18 inches below the lowest adjacent grade.  Interior footings should be founded at least  
12 inches below the top of the floor slab.  The recommended minimum footing depth is greater 
than the anticipated frost depth.  
 
We recommend that a qualified geotechnical engineer or geotechnical field technician evaluate all 
footing subgrades prior to construction of forms or placement of reinforcing steel and concrete.  
We recommend that 2 to 4 inches of compacted crushed rock be placed over the exposed 
subgrade to reduce disturbance to the silty subgrade soil during construction of forms and 
placement of reinforcing steel if construction occurs during wet weather. 
 
6.1.3 Lateral Resistance 
Lateral loads can be resisted by passive earth pressure on sides of the footings and by friction on 
the base of the footings.  We recommend a friction coefficient of 0.45 for computing the friction 
capacity of building foundations that bear on compacted crushed rock and 0.35 for footings 
bearing on the native soil.  Our analysis indicates that the available passive earth pressure for 
footings confined by native soil and structural fill is 350 pcf modeled as an equivalent fluid 
pressure.  This value is based on the assumptions that the adjacent confining structural fill or 
native soil is level and that groundwater remains below the base of the footing.  Adjacent floor 
slabs, pavements, or the upper 12-inch depth of adjacent unpaved areas should not be 
considered when calculating passive resistance.   
 
6.1.4 Settlement 
Shallow foundations with real bearing pressures less than 2,500 psf should experience post-
construction settlement of less than 1 inch under static conditions.  We expect that settlement 
under static conditions will occur during construction as loads are applied.  We estimate 
approximately 4 inches of liquefaction-induce settlement.  Differential settlement of up to one-
half of the total settlement magnitude can be expected between adjacent footings with similar 
loads.   
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7.0 SLABS ON GRADE 
 
A minimum 6-inch-thick layer of base rock should be placed and compacted over the prepared 
subgrade to assist as a capillary break.  The base rock should be crushed rock or crushed gravel 
and sand meeting the requirements outlined in the “Structural Fill” section of this report.  The 
imported granular material should be placed in one lift and compacted to not less than  
95 percent of the maximum dry density, as determined by ASTM D 1557.  A subgrade modulus 
of 120 pci can be used to design the floor slab.  Floor slab base rock should be replaced if it 
becomes contaminated with excessive fines (greater than 5 percent by dry weight passing the 
U.S. Standard No. 200 sieve).   
 
Vapor barriers are often required by flooring manufacturers to protect flooring and flooring 
adhesives.  Many flooring manufacturers will warrant their product only if a vapor barrier is 
installed according to their recommendations.  Selection and design of an appropriate vapor 
barrier (if needed) should be based on discussions among members of the design team.  We can 
provide additional information to assist you with your decision. 
 
8.0 PERMANENT RETAINING STRUCTURES 
 
Permanent retaining structures free to rotate slightly around the base should be designed for 
active earth pressures using an equivalent fluid unit pressure of 35 pcf.  If retaining walls are 
restrained against rotation during backfilling, they should be designed for an at-rest earth 
pressure of 55 pcf.  This value is based on the assumption that (1) the backfill is level, (2) the 
backfill is drained, and (3) the wall is less than 12 feet in height.  Lateral pressures induced by 
surcharge loads can be computed using the methods presented on Figure 3.  Seismic lateral 
forces can be calculated using a dynamic force equal to 6.5H2 pounds per linear foot of wall, 
where H is the wall height.  The seismic force should be applied as a distributed load with the 
centroid located at 0.6H from the wall base.  Footings for retaining walls should be designed as 
recommended for shallow foundations.   
 
Drains consisting of a perforated drainpipe wrapped in a geotextile filter should be installed 
behind retaining walls.  The pipe should be embedded in a zone of coarse sand or gravel 
containing less than 2 percent by dry weight passing the U.S. Standard No. 200 sieve and should 
outlet to a suitable discharge. 
 
9.0 DRAINAGE CONSIDERATIONS 
 
9.1  TEMPORARY  
During earthwork at the site, the contractor should be made responsible for temporary drainage 
of surface water as necessary to prevent standing water and/or erosion at the working surface. 
 
9.2  SITE DRAINAGE  
We recommend that all roof drains be connected to a tightline leading to storm drain facilities.  
Pavement surfaces and open space areas should be sloped such that surface water runoff is 
collected and routed to suitable discharge points.  We also recommend that ground surfaces 
adjacent to the building be sloped away from the building to facilitate drainage away from the 
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building.  Trapped planter areas should not be created adjacent to pavements and structures 
without providing means for positive drainage (e.g., swales or catch basins). 
 
10.0 SEISMIC CONSIDERATIONS 
 
10.1  SEISMIC DESIGN 
Seismic design is prescribed by the ASCE 7-10 and 2012 IBC.  Table 1 presents the site design 
parameters prescribed by the 2012 IBC and ASCE 7-10 for the site.  Based on the subsurface 
conditions encountered at the site, the site class is E.   
 

Table 1.  IBC Seismic Design Parameters 
 

Parameter 
Short Period 

(T
s
 = 0.2 second) 

1 Second Period 
(T

1
 = 1.0 second) 

MCE Spectral Acceleration, S S
s
 = 0.972 g S

1
 = 0.421 g 

Site Class E 

Site Coefficient, F F
a
 = 0.972 F

v
 = 2.400 

Adjusted Spectral Acceleration, S
M
 S

MS
 = 0.914 g S

M1
 =  1.010 g 

Design Spectral Response 
Acceleration Parameters, S

D
 

S
DS
 = 0.609 g S

D1
 = 0.673 g 

 
10.2 LIQUEFACTION AND LATERAL SPREADING 
Liquefaction is caused by a rapid increase in pore water pressure that reduces the effective stress 
between soil particles to near zero.  Granular soil, which relies on interparticle friction for 
strength, is susceptible to liquefaction until the excess pore pressures can dissipate.  In general, 
loose, saturated sand soil with low silt and clay content is the most susceptible to liquefaction.  
Silty soil with low plasticity is moderately susceptible to liquefaction under relatively higher levels 
of ground shaking.  We anticipate liquefaction-induced settlement on the order of 4 inches under 
design levels of ground shaking.  Half of the total predicted settlement can be assumed when 
computing differential settlement.  We estimate that lateral spreading will be negligible under 
design levels of ground shaking. 
 
11.0 PAVEMENT RECOMMENDATIONS 
 
11.1 PAVEMENT DESIGN 
Our pavement recommendations are based on a minimum California Bearing Ratio value of 3 and 
a design life of 20 years.  We do not have specific information on the frequency and type of 
vehicles that will use the area; however, we have assumed that post-construction traffic 
conditions will consist of no more than five heavy trucks per day. 
 
We recommend a pavement section consisting of a minimum of 3.0 inches of AC pavement 
underlain by a minimum of 10.0 inches of aggregate base.  For areas subjected to passenger car 
traffic only, we recommend a pavement section consisting of a minimum of 2.5 inches of AC 
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pavement underlain by a minimum of 8.0 inches of aggregate base.  All thicknesses are intended 
to be the minimum acceptable.  The design of the recommended pavement section is based on 
the assumption that construction will be completed during an extended period of dry weather.  
Wet weather construction could require an increased thickness of aggregate base.  We can 
provide additional recommendations in a separate memorandum if pavement design is required 
for public roadways. 
 
If the subgrade is stabilized with portland cement, a section consisting of 2.5 inches of AC over 
4.0 inches of aggregate base should be appropriate in passenger car traffic areas and 3.0 inches 
of inches of AC over 4.0 inches of aggregate base in the site access and truck traffic areas.  
These sections are based on a minimum unconfined compressive strength of 80 psi and a 
mixing depth of at least 12 inches below the crushed rock base. 
 
11.2 CONVENTIONAL PAVEMENT MATERIAL REQUIREMENTS  
The AC should be Level 2, ½-inch, dense ACP as described in OSSC 00744 (Asphalt Concrete 
Pavement) and compacted to 91 percent of the specific gravity of the mix, as determined by 
ASTM D 2041.  The minimum and maximum lift thickness is 2.0 and 3.0 inches, respectively, for 
½-inch ACP.  Asphalt binder should be performance graded and conform to PG 64-22 or better. 
 
12.0 OBSERVATION OF CONSTRUCTION 
 
Satisfactory foundation and earthwork performance depends to a large degree on quality of 
construction.  Sufficient observation of the contractor's activities is a key part of determining that 
the work is completed in accordance with the construction drawings and specifications.  
Subsurface conditions observed during construction should be compared with those 
encountered during the subsurface exploration.  Recognition of changed conditions often 
requires experience; therefore, qualified personnel should visit the site with sufficient frequency 
to detect if subsurface conditions change significantly from those anticipated. 
 
We recommend that GeoDesign be retained to observe earthwork activities, including footing 
subgrade preparation, performing laboratory compaction and field moisture-density tests, and 
subgrade and base rock for floor slabs.  
 
13.0 LIMITATIONS 
 
We have prepared this report for use by SRI Santram, LLC and members of the design and 
construction teams for the proposed project.  The data and report can be used for bidding or 
estimating purposes, but our report, conclusions, and interpretations should not be construed as 
warranty of the subsurface conditions and are not applicable to other nearby building sites. 
 
Exploration observations indicate soil conditions only at specific locations and only to the depths 
penetrated.  They do not necessarily reflect soil strata or water level variations that may exist 
between exploration locations.  If subsurface conditions differing from those described are noted 
during the course of excavation and construction, re-evaluation will be necessary. 
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The site development plans and design details were preliminary at the time this report was 
prepared.  When the design has been finalized and if there are changes in the site grades or 
location, configuration, design loads, or type of construction for the building and walls, the 
conclusions and recommendations presented may not be applicable.  If design changes are 
made, we request that we be retained to review our conclusions and recommendations and to 
provide a written modification or verification. 
 

   
 
We appreciate the opportunity to be of service to you.  Please contact us if you have questions 
regarding this report. 
 
Sincerely, 
 
GeoDesign, Inc. 
 
 
 
Reed S. Kistler, P.E.  
Staff Engineer  
 
 
 
Brett A. Shipton, P.E., G.E. 
Principal Engineer  
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APPENDIX A 
 
FIELD EXPLORATIONS  
 
GENERAL 
We drilling one boring (B-1) to a depth of 51.5 feet BGS.  The drilling was performed by Hard 
Core Drilling, Inc. of Dundee, Oregon, on June 29, 2016 using a truck-mounted drill rig utilizing 
a mud rotary drilling method.  A member of our geotechnical staff observed the exploration.  
The exploration log is presented in this appendix. 
 
The approximate location of our exploration is shown on Figure 2.  The exploration location was 
selected by GeoDesign based on the proposed development plans.  The location of the 
exploration was determined based on visual site features.  This information should be 
considered accurate only to the degree implied by the methods used.   
 
SOIL SAMPLING 
Samples were obtained from the borings using a 1½- inch inside diameter (SPT) split-spoon 
sampler in general accordance with ASTM D 1586.  The split-spoon samplers were driven into 
the soil with a 140-pound hammer free-falling 30 inches.  The samplers were driven a total 
distance of 18 inches.  The number of blows required to drive the sampler the final 12 inches is 
recorded on the exploration log, unless otherwise noted.  Higher quality, relatively undisturbed 
samples were obtained using a standard Shelby tube in general accordance with ASTM D 1587, 
the Standard Practice for Thin-walled Tube Sampling of Soils.  Sampler types and sampling 
intervals are shown on the exploration log. 
 
The average efficiency of the automatic SPT hammer used by Hard Core Drilling, Inc. was  
85 percent.  The calibration testing results are presented at the end of this appendix. 
 
SOIL CLASSIFICATION 
We obtained representative samples of the various soil encountered in the explorations for 
geotechnical laboratory testing.  The soil samples were classified in accordance with the 
“Exploration Key” (Table A-1) and “Soil Classification System” (Table A-2), which are presented in 
this appendix.  The exploration log indicates the depths at which the soils or their characteristics 
change, although the change actually could be gradual.  If the change occurred between sample 
locations, the depth was interpreted.  Classifications are shown on the exploration logs.   
 
LABORATORY TESTING 
 
CLASSIFICATION  
The soil samples were classified in the laboratory to confirm field classifications.  The laboratory 
classifications are shown on the exploration log if those classifications differed from the field 
classifications. 
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MOISTURE CONTENT AND DENSITY  
We determined the natural moisture content and density of selected samples in general 
accordance with ASTM D 2216 and ASTM D 7263, respectively.  The natural moisture content is a 
ratio of the weight of the water to soil in a test sample and is expressed as a percentage.  The 
test results are presented in this appendix. 
 
PARTICLE-SIZE ANALYSIS 
Fines content determinations were completed on selected samples in general accordance with 
ASTM D 1140 (percent passing the U.S. Standard No. 200 sieve).  The test results are presented 
in this appendix. 
 
CONSOLIDATION  
A consolidation test was performed on one sample in general accordance with ASTM D 2435.  
This test determines the magnitude and rate of consolidation of soil when it is restrained laterally 
and drained axially while subjected to incrementally applied controlled-stress loading.  The test 
results are used to estimate the magnitude and rate of settlement of the site soil under a specific 
increase in effective stress, as well as pre-consolidation pressure.  The test results are presented 
in this appendix. 
 
ATTERBERG LIMITS 
The plastic limit and liquid limit (Atterberg limits) of a selected soil sample was determined in 
accordance with ASTM D 4318.  The Atterberg limits and the plasticity index were completed to 
aid in the classification of the soil and evaluation of liquefaction susceptibility.  The plastic limit is 
defined as the moisture content (in percent) where the soil becomes brittle.  The liquid limit is 
defined as the moisture content where the soil begins to act similar to a liquid.  The plasticity 
index is the difference between the liquid and plastic limits.  The results are presented in this 
appendix. 
 
 
 
 
 



SYMBOL SAMPLING DESCRIPTION 

 

 

 

Location of sample obtained in general accordance with ASTM D 1586 Standard Penetration Test 
with recovery 
 
Location of sample obtained using thin-wall Shelby tube or Geoprobe® sampler in general 
accordance with ASTM D 1587 with recovery 
 
Location of sample obtained using Dames & Moore sampler and 300-pound hammer or pushed 
with recovery  
 
Location of sample obtained using Dames & Moore and 140-pound hammer or pushed with 
recovery 
 
Location of sample obtained using 3-inch-O.D. California split-spoon sampler and 140-pound 
hammer 
 
Location of grab sample 
 
 
Rock coring interval 
 
 
Water level during drilling 
 
 
Water level taken on date shown 

GEOTECHNICAL TESTING EXPLANATIONS 

ATT 

CBR 

CON 

DD 

DS 

HYD 

MC 

MD 

OC 

P 

Atterberg Limits 

California Bearing Ratio 

Consolidation 

Dry Density 

Direct Shear 

Hydrometer Gradation 

Moisture Content 

Moisture-Density Relationship  

Organic Content 

Pushed Sample 

PP 

P200 

 

RES 

SIEV 

TOR 

UC 

VS 

kPa 

Pocket Penetrometer 

Percent Passing U.S. Standard No. 200 
 Sieve 

Resilient Modulus 

Sieve Gradation 

Torvane 

Unconfined Compressive Strength 

Vane Shear 

Kilopascal 

ENVIRONMENTAL TESTING EXPLANATIONS 

CA 

P 

PID 

 

ppm 

Sample Submitted for Chemical Analysis 

Pushed Sample  

Photoionization Detector Headspace 
 Analysis 

Parts per Million 

ND 

NS 

SS 

MS 

HS 

Not Detected 

No Visible Sheen 

Slight Sheen 

Moderate Sheen 

Heavy Sheen 
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EXPLORATION KEY  TABLE A-1 

Graphic Log of Soil and Rock Types 

 
 

Inferred contact between soil or 
rock units (at approximate 
depths indicated) 

Observed contact between soil or 
rock units (at depth indicated) 



RELATIVE DENSITY - COARSE-GRAINED SOILS 

Relative Density 
Standard Penetration 

Resistance 
Dames & Moore Sampler  

(140-pound hammer) 
Dames & Moore Sampler  

(300-pound hammer) 

Very Loose 0 – 4 0 - 11 0 - 4 

Loose 4 – 10 11 - 26 4 - 10 

Medium Dense 10 – 30 26 - 74 10 - 30 

Dense 30 – 50 74 - 120 30 - 47 

Very Dense More than 50 More than 120 More than 47 

CONSISTENCY - FINE-GRAINED SOILS 

Consistency 
Standard Penetration 

Resistance 
Dames & Moore Sampler 

(140-pound hammer) 
Dames & Moore Sampler  

(300-pound hammer) 
Unconfined Compressive 

Strength (tsf) 

Very Soft Less than 2 Less than 3 Less than 2 Less than 0.25 

Soft 2 - 4 3 – 6 2 - 5 0.25 - 0.50 

Medium Stiff 4 - 8 6 – 12 5 - 9 0.50 - 1.0 

Stiff 8 - 15 12 – 25 9 - 19 1.0 - 2.0 

Very Stiff 15 - 30 25 – 65 19 – 31 2.0 - 4.0 

Hard More than 30 More than 65 More than 31 More than 4.0 

PRIMARY SOIL DIVISIONS GROUP SYMBOL GROUP NAME 

COARSE-GRAINED 
SOILS 

 
(more than 50% 

retained on  
No. 200 sieve) 

GRAVEL 
 

(more than 50% of 
coarse fraction 

retained on  
No. 4 sieve) 

CLEAN GRAVELS 
(< 5% fines) 

GW or GP GRAVEL 

GRAVEL WITH FINES 
(≥ 5% and ≤ 12% fines) 

GW-GM or GP-GM GRAVEL with silt 

GW-GC or GP-GC GRAVEL with clay 

GRAVELS WITH FINES 
(> 12% fines) 

GM silty GRAVEL 

GC clayey GRAVEL 

GC-GM silty, clayey GRAVEL 

SAND 
 

(50% or more of 
coarse fraction 

passing  
No. 4 sieve) 

CLEAN SANDS 
(<5% fines) 

SW or SP SAND 

SANDS WITH FINES 
(≥ 5% and ≤ 12% fines) 

SW-SM or SP-SM SAND with silt 

SW-SC or SP-SC SAND with clay 

SANDS WITH FINES 
(> 12% fines) 

SM silty SAND 

SC clayey SAND 

SC-SM silty, clayey SAND 

FINE-GRAINED 
SOILS 

 
(50% or more 

passing  
No. 200 sieve) 

SILT AND CLAY 

Liquid limit less than 50 

ML SILT 

CL CLAY 

CL-ML silty CLAY 

OL ORGANIC SILT or ORGANIC CLAY 

Liquid limit 50 or 
greater 

MH SILT 

CH CLAY 

OH ORGANIC SILT or ORGANIC CLAY 

HIGHLY ORGANIC SOILS PT PEAT 

MOISTURE 
CLASSIFICATION 

ADDITIONAL CONSTITUENTS 

Term Field Test 

Secondary granular components or other materials  
such as organics, man-made debris, etc. 

Percent 

Silt and Clay In: 

Percent 

Sand and Gravel In: 

dry 
very low moisture, 
dry to touch 

Fine-Grained 
Soils 

Coarse-
Grained Soils 

Fine-Grained 
Soils 

Coarse-
Grained Soils 

moist 
damp, without 
visible moisture 

< 5 trace trace < 5 trace trace 

5 – 12 minor with 5 – 15 minor minor 

wet 
visible free water, 
usually saturated 

> 12 some silty/clayey 15 – 30 with with 

 > 30 sandy/gravelly Indicate % 
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SOIL CLASSIFICATION SYSTEM  TABLE A-2 



P200 = 84%

DD = 82 pcf
PP = 1.0 tsf

P200 = 70%

P200 = 55%

Driller Comment:  stiffer at
23.5 feet.

P

0.5

7.0

23.5

P200

DD
CON
PP

P200

P200

Dense, gray, silty GRAVEL (GM); dry
(crushed rock) (2-inch-thick root zone).
Stiff, brown with orange mottled CLAY
(CL), some silt, trace sand; moist, low
plasticity.

medium stiff at 6.0 feet

Soft, brown SILT (ML), minor sand; moist
to wet, nonplastic, sand is fine.

very soft to soft at 12.0 feet

with sand; wet at 15.0 feet

soft, sandy at 20.0 feet

Loose to medium dense, brown SAND
with silt (SP-SM); wet, fine to medium.

INSTALLATION AND
COMMENTS

    MOISTURE CONTENT %

CORE REC%RQD%
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BORING METHOD: mud rotary (see document text)

DRILLED BY: Hard Core Drilling

B
O

R
IN

G
 L

O
G

  
H

IL
LA

R
C

H
-1

-0
1

-B
1

.G
PJ

  
G

EO
D

ES
IG

N
.G

D
T

  
  

  
PR

IN
T

 D
A

T
E:

 8
/1

/1
6

:R
C

:K
T

0 50 100

0 50 100

0.0

2.5

5.0

7.5

10.0

12.5

15.0

17.5

20.0

22.5

25.0

27.5

30.0

10

6

3

2

2

3

10



LL = 32%
PL = 25%

Surface elevation was not
measured at the time of
exploration.

35.0

48.5

51.5

ATT

alternating lenses of brown SAND with
silt (SP-SM); wet and brown SILT (ML),
minor sand; moist to wet (~6 inches
thick) at 30.0 feet

Soft, brown SILT (ML), some clay, minor
sand; wet, medium plasticity, sand is
fine.

medium stiff at 40.0 feet

stiff, gray, with sand; moist to wet, low
plasticity at 43.5 feet

Dense, gray SAND with silt (SP-SM);
moist, fine to medium.

Exploration completed at a depth of
51.5 feet.

Hammer efficiency factor is 85.1
percent.
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 AUGUST 2016
15575 SW Sequoia Parkway - Suite 100
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BORING METHOD: mud rotary (see document text)

DRILLED BY: Hard Core Drilling
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B-1 2.5 32

B-1 7.5 41 84

B-1 10.0 37 82

B-1 15.0 34 70

B-1 20.0 39 55

B-1 25.0 28

B-1 35.0 34

B-1 40.0 37 32 25 7
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APPENDIX B 
 
 



 B-1 HillArch-1-01:080116 

APPENDIX B 
 
PBS FIELD EXPLORATIONS 
 
Three borings (B-1, B-2, and I-1) and one CPT (CPT-1) were completed at the site as part of the 
2015 subsurface investigation completed by PBS.  Exploration logs and CPT results are presented 
in this appendix. 
 
 
 
 
 
 















 
 
 
 
 
 
 
 
 
 

ACRONYMS AND ABBREVIATIONS 



  HillArch-1-01:080116 

ACRONYMS AND ABBREVIATIONS 
 
AC asphalt concrete 
ACP asphalt concrete pavement 
ASCE American Society of Civil Engineers 
ASTM American Society for Testing and Materials  
BGS below ground surface 
CPT cone penetrometer test 
g gravitational acceleration (32.2 feet/second2) 
H:V horizontal to vertical  
IBC International Building Code 
MCE maximum considered earthquake 
OSHA Occupational Safety and Health Administration 
OSSC Oregon Standard Specifications for Construction (2015) 
pcf pounds per cubic foot 
pci pounds per cubic inch 
PG performance grade 
psf pounds per square foot 
psi pounds per square inch 
SPT standard penetration test  
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